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OPPOSITION:  No. OPPOSED _____ PETITION No. _____ SPOKESMAN ____________________ 

 

 

BOARD OF APPEALS DECISION 

APPROVED _____ MOTION BY __________ 

REJECTED _____ SECONDED __________ 

HELD _____ CARRIED _____   

STIPULATIONS:      

       

       

 

 

APPLICANT:   Wilbur and Andrea Radford PETITION No.:    V-119 

PHONE:    770-378-2667 DATE OF HEARING:           11-15-2017 

REPRESENTATIVE:   Wilbur E. Radford, Jr. PRESENT ZONING:   R-30 

PHONE:    770-378-2667 LAND LOT(S):    61, 88 

TITLEHOLDER:  
Wilbur Edward Radford, Jr. and 

Andrea Jo Radford DISTRICT:    19 

PROPERTY LOCATION:   At the southern terminus SIZE OF TRACT:                6.47 acres 

of Morrison Road, west of Mayes Road COMMISSION DISTRICT:   1 

(4454 Morrison Road). 

TYPE OF VARIANCE:   Waive the minimum public road frontage from the required 75 feet to 46.75 feet for the 

proposed outsale parcel. 

 

 



 

********************************************************************************** 

 

COMMENTS 

 

TRAFFIC:  This request will not have an adverse impact on the transportation network. 

                

DEVELOPMENT & INSPECTIONS:  No building permits on general inquiries.  

 

SITE PLAN REVIEW:  No comments. 

 

STORMWATER MANAGEMENT:  No comments. 

 

HISTORIC PRESERVATION:  No comments.  

 

DESIGN GUIDELINES:  No comments.  

 

CEMETERY PRESERVATION:  No comments. 

 

WATER:  No conflict. 

 

SEWER:  No conflict. 
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********************************************************************************** 

 

FIRE DEPARTMENT:  1.  Driveway must have a minimum 20’driving surface width with minimum 

25’ inside turning radius where serving 3 or more residence and 12’ where serving 2 or less residence.  

2.  Fully developed landscaping shall be at least 7’0” from center of drive (14’clear width) and 13’6” 

vertical clearance. (Indicate on plan minimum setbacks).  

3. Maximum grade shall not exceed 18%. 

4. Driveway must extend within 150’ of the most remote portion of the structure.  

5. Driveway is limited to 1000’ maximum from roadway unless an approved turn-around is provided. 

(See note below.) 

6. Driveway must support 25 Tons (50,000 lbs.)  

7. Provide emergency access to all gates securing Fire Dept. access with a minimum 12’-0” clear width 

8. Hydrant within 500’ of remote structure, minimum 6” main* 

    (Required Flow: 1000 gpm @ 20 psi) 

 

* An alternate equivalency for the above hydrant/flow test requirements, subject to approval by the Cobb 

County Fire    Marshal’s Office is one of the following: 

1.) Complete structure treated with a Class-A Fire Retardant spray meeting a flame spread of 25 or 

less and smoke development of 450 or less.  

2.) Non-Combustible construction. 
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